
Run/Stop Sw
(S1)

Run (L2)

Power Relay
(R1)

220 VAC Mains

Pwr
(L1)

CB1
1a

CB2 6a

12 vdc
(PS1) CB3 10a

Cooler Fan 
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To AC

See Note 1

Fan Relay
(R2)

Air Compressor After-Cooler
Control Wiring

Notes:

1 – Connect to make side of AC pressure switch relay (110 VAC).
– CB3 is a DC circuit breaker. CB1,2,4 are AC circuit breakers.
– Control box housing select to suit.
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ITEM QTY. PART NO. DESCRIPTION

CB1,4

CB2

CB3

L1,2

PS1

R1

R2

S1

2

1

1

2

1

1

1

1

1 amp

6 amp

10 amp

12 VDC

12 VDC 15 amp

115vac 40 amp

115vac 20 amp

Start/Stop Sw

Din Rail mount AC circuit breaker

Din Rail mount AC circuit breaker

Din Rail mount DC circuit breaker

LED panel light

Switching Power Supply

Din Rail mount  Contactor

Din Rail mount  Contactor

Emergency stop sw.

Parts List


